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Unity- Tireman Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Unity
Daycare, 7500 Tireman, Detroit, MI., on May 13th, 2016. The sample results taken in
conjunction with this investigation are also presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Brenda
Bradford on April 25, 2016.

2.SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.

Results of the tests indicate that the water is below the threshold for lead
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contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are above the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

A

Michael Etters onica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355034
5/25/2016 : J
18706 Doy Ee
Customer:  G. S. Group Source: Second Grace, DC-01-KC-01-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Received:  5/16/2016 14:00
Coliscted by: M. Etters
The resulls herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the lest results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Leve!l (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a cantaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Units LRL  Level OF DaefTme  Date  DatefTme
. . . .  Detected = Sampled = Prepped  Analyzed

Inorganic Analytes ~ Metals
3 GSG : 'ﬂ,iiekéd\ - e )

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced. except in full, without the written approvai of National Testing Laboralories, Lid.
Page 1 of 1 355034 Lead Only Date Printed: 5/25/2016 2:56:14 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M), 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356035
512512016
Customer:  G. S. Group Source; Second Grace, DC-01-KC-01-F
Monica Starks o
17800 Woodward Ave Source City: Detroit
#200 Source State: MI

Detroit, MI 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The resulls herein conform to TNI and ISOHEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA® Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Unts LRL Level  DF DatefTme  Dale  DatefTime

~ Detecled  Sempled = Prepped  Analyzed
Inorganic Analytes - Metals

0001 WD, | s/2n016 O

These test results may be used for compliance purpose as required.

fyst Tests
jAnalys

'ec 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nationat Testing Laboratories, Ltd.
Page 1 of 1 355035 Lead Only Dale Printed: 5/25/2016 2:56:14 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355036
512512016
Customer: G. S. Group Source; Second Grace, DC-01-WC-02-P
Monica Slarks
17800 Woodward Ave Source City: Detroit
#200 Source State:MI

Detroit, M1 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters

The resuits herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:
Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.
"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standerd Unis LRL  levl DF Date/Time Date  Datefime
Inorganic Analytes - Metals

_mglL

These test results may be used for compliance purpose as required.

alyst Tesls
EC 200.8

James Abston, Operations Manager

This report cannat be reproduced, except in full, without the wrilten approval of National Testing Laboratories, Ltd.
Page 1 of 1 355036 tead Only Date Printed: 5/25/2016 2:56:14 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 4498585

ANALYTICAL REPORTS
SAMPLE CODE: 355037
512512016
Customer:  G. 8. Group Source: Second Grace, DC-01-WC-02-F
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters

The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:
Any 'Level Detected' marked with an astensk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.
"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)
"NAY Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level {(MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contsminant  Method Stendard Unts LRL  Level  DF Datefme  Dale DatefTime
. - - . o . _ Detected =~ Sampled = Prepped Analyzed
. Inorganic Analytes - Metals
1030 Leas oL 000 :

These test results may be used for compliance purpose as required.

iAnalyst Tesls
{EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 355037 Lead Only Date Printed: §/25/2016 2:56:14 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5168
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355038
512572016
Customer:  G.S. Group Source: Second Grace, DC-02-BBF-03-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: MI

Detroit, Mi 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TNi and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are avaflable upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected marked with an asterisk ("} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

“Standard"  This column indicates either the Maximum Contaminant Level (MCL} for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed ld# Contaminant . Me!hodSiandard  Units LRL Level DF Dateffme Date  DatelTime

Detected Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

saoore

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355038 Lead Only Date Printed. 5/25/2016 2:56:15 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355039
512512016
Customer:  G. S.‘ Group Source: Second Grace, DC-02-BBF-03-F
Monica Starks . )
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TN! and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detecled at or above our lower reporting limit {LRL)
“NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DFEY This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contamnant Method Standard  Units LRL  Llevel  OF DatelTme  Date  Dateffime
. - - ~ - Detecled  Sampled = Prepped  Analyzed

inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

nalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355039 Lead Only Date Printed: 5/25/2016 2:56:15 PM




General Complianoe

National Testing
Laboratoraes, Ltd Order Number: 2077210
‘ Order Date: 05/09/2016
QwaM}/ Wafef’ AVW&'M Sample Number: |
1-800-458-3330 Product: Lead Only

Sample Paid: No Payment Method:
TSR: EF

Sold To:

G. S. Group For Laboratory Use ONLY

Monica Starks Lab Accounting Information:

17800 Woodward Ave

Detroit M 48203 Payment $:

Check #

Date Bampled gizilé

Time Sampled WZMR Piaase Use Millary Time, e g 3 00pm = 15.00
Check Time Zone' [R}EST []CST[JMST[]PST

Client Name: TX/CM‘LA @mﬁ@

Phone Number: %!3 - %(0'7 -0 So()

Fax Number:

PWS 1D# (if applicable): }5 / A

Sample ID or Source: @C ~O)- Ké’ OiM P

Lab Comments/Speclal Instrusctions:

Stato Forms:

Source Type: [[J Spring [ Well @/Municipal [] Surface

[ Other:
city s state:__ hebyn, b
(if Diffarent than Above)
s A DS
ISignaturs)

Sample Collected By: \V)}ﬂw« E’Yf{\,ﬁ,

Lsb Sample tnfo

Date Recelved: | ‘ z.‘. 16 Zmﬁ
Time Received l‘ 4 :OQ
ecel 8!1 !J‘ A

i Cl {I“ ad & acceptable.
loptatile sample recaipt criteria noted

Sample recsipt crite
[] Deviations from ac
on PSA form.

{Please Print)

\,\"13 L)a Eﬁ»{;\f&

Form Complated By:

Additional Comments:

Cirst A

P C\ubra 0. e 1o lptahion H Ij

MCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



National Testing
\“Laberatones, Lid. ‘\

thty WWAWM

1-800-458-3330 Product:

Sample Pald: No

: EF
Sold To: TSR

G. S. Group
Monica Starks

17800 Woodward Ave
Detroit Mi 48203

Date Sampled - 12 1 T )b

Time Sampled "»W:Z__.Jﬁm Ploass Use Mitary Time, e.g 3.00pm = 15.00
Check Time Zone: mér ] CSCI [wmsT]PsT
2 on &L

Clignt Mame:

Order Number:
Order Date:
Sample Number:

General Comphe'*"'x

f‘

k ’J‘"ﬁ

VA

I

2077210
05/09/2016

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check #:

Phone Number: /Z)}g~%7—— O560

Fax Mumber:

PWS ID# (if applicable): p ! A

sample ID or Source: \ I~ O~ Ke- o1 - ‘F‘

Lab Comments/Special Instructions:

Source Type: [] Spring [7] Well Municipal [J Susface

] Other
8@‘\’(‘4’? w }\) y

City & State:

of Dﬁemm than Above)

Sample Collected z’i%iy \/\/\ //p D -

ignaturs)
ted By: Mt j

Sample Colle

State Forms:
Lab Sample In :
Date Received: |/ | MAY 16 2016
Time Receiveds Il [{LD)
Recelved By -

Sample receipt crit ed & acceptable.

[7] Dawviations from afceptayie sample raceipt crtenia noted

(Plaase Print)

) £8%
Mich. ] Gite%

Form Completad By:

Additional Com nis:

F) ush 97%(‘)3{ >

B\ut& G’L‘X’
¥

IMCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR IVALIDATE RESULTS




General Compliance

ational Testing
Labﬂratones Ltd. Order Number: 2077210 ..
‘ s S Order Date: 05/09/2016 >3-~ |
Wat .
Quality Wair Arslysis Sample Number W A10 VAT
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Acoounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #

Date Sampled g" Z,» lL

Time Sampled: (7 1\5 Please Use Miltary Time. e g 3:00pm = 15.00

Check Time Zone: [_Un:/ ST [JCcSTMST[]PST

Client Name; %CM‘“L é\’&{“ £

Phone Number: % )2, %’7 - OS50

Fax Number:

D)LA

PWS {D¥ (i applicablel

sample 1D or Source: \OC.~ O~ WE A2~ 4?

Lab Comments/Special instructions:

State Forms:

Source Type: [[] Spring 0 Well @/ Municipal ] surface

Lab Sample Informdtion:

Date Recelved: ‘ A L1} -
Time Received: ’ { ,m______
Received By ‘ p
ample racsipt criten wed & acceptabla
Deviations from accgptable sample receipt cnteria noted

on PSA form.

{7 Other:
ciyasae:_ Dedypt, M,
(If Diffdrent than Above)
Sample Collected ﬁyu,\jk :03) /émm”‘m%s ’
_ {Signature)
Sample Coflected By: M:&(}w-») s
{Please Print)

Machee) Eitos

Form Completed By

lof sdion B2

U

INCOMPLETE INFORMATION MAY DELAY ANALYS!

5 ANIDVOR INVALIDATE RESULTS




Laborahnnes,itd

Qowdxl)z ther A V\aJyM

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:

G. S. Group
Monica Starks

17800 Woodward Ave
Detroit Ml 48203

Date Sampled iﬁmeb

Time Sﬁﬁ‘fmm@:zm?«lg“ Please Use Military Time, e g 3-00gm = 15.00
Check Time Zone: ST{JCSTIMST]PST

CHient Name: E:?jqo sy éﬁ;p ¢

Order Number:
Order Date:
Sample Number:

General Compliance

2077210
05/09/2016 Lo
355007
Wi mm w10

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Ascounting Information:

Payment $:
Check #:

Phons Number: %}%m %b’?, 097(1)6

Fax Mumber:

PYWE 10# (if applicable); Q)A

sample ID or Source: Y )0 =) - W - OZ~F

Lab Comments/Speoial Instructions:

State Forms:

Source Type: O Spring [J weli Municipal [] Surface
[ Cther:

City & State: (\B‘@’f‘maf M,

(If Différent than Above)

Sample Collected By:

Lab Sample Informeation:
Date Recsived:

HAY 16 2016

Time Recejved:

sample receipt critena noted

{Plaase Prnt)

qu}/v”v) Biters

Form Completed By:

Additional Commen
_jélmég%s a@mal¢id& Aammq

Clush Seple

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



General Compliance

National Testing
Laboratories, Ltd. Order Number: 2077210
R g g, Order Date: 05/09/2016
Quality Water Analysis Sample Number: |
1-800-458-3330 Product: Lead Only
Sampie Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks L.ab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check &
Lab Comments/Spacial Instructions:
Date Samplec ;M__ ;[7_ flL,

Time Sampled: 2@,,!,:2 Please Use Miltary Timo, e g. 3 00pm = 15 00
Check Time Zone. [JEST [7]CSTJMST[]PST

Clisnt Name: %—t’(:mrk @s\’?té{’
Phone Number: %ﬂ%, %L,7, 0566

Fax Bumber:
PWS ID# (if applicabla): }Q }}L Stato Forms:
Sample 1D or E&asrc:e:ﬂDC - 07~ BBF—, 0% «-P
! Lab Sample Informdtiop;
Source Type: [ Spring [ Well [Q/Municipa! [] Surface Date Received: MaY 1 6,201
{7] Other.
= , - Time Recelved
Chy & State: ‘\"92}3 z ﬁ/ / H} « Received By:
(If Different than Above) ‘ i
Q\M N mple raceipt cri
Sample Collected By: \s, ; e [(] Deviations from a
(Sigh ature) e on PEA form.

Sample Collecied By MN.[‘IJ h%?""
ase Pant)
Form Completed By: b lmg‘g

g e Sl &6 o Aty Yoty Voo L5, First
Ara

INCOWMPLETE INFORMATION MAY DELAY ANALYSIS AND/IOR INVALIDATE REBULTS




General Compliance

lational Testing
Laboramrses, Ltd Order Number: 2077210 .
Order Date:  05/09/2016 e
Quality Waiar dnalyis  Sample Number: WA
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment RMethod:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Lab Commsnis/Special Instructions:

Date Sampled ;ng @W il (2
Time Sampled: 7 /S

Check Time Zone: [LAEST (JCST{JMST]PST
Clisnt Name: Sé’fﬁm l @,..,7‘, pe
2% Bl 7 - DSEC

Please Use Mildary Time. e 9. 3.00pm = 1500

Phone Numbesr:

Fax Mumber;

PWS 1D# (if applicable): ,O } A State Forms:
sample 1D o Source: DE - O PBF-0B-F e
Source Type: [ Spring [ Well u/fdunicipal (] Surface Date R%elved &AY[' 1 8 29?5

[T} Other.

ciy & swe_ Ylevon T, Mo

of mff!mnt than Above)

Time Received

‘ ,

-

mple receipt cnlgna checked & acceptable
Sample Collecied ﬁ&__/\/\/\ % 7‘(»% gimm from af.captable sample receipt critena noted
on PSA form.
(rmnature)
Sample Coltected By: \\'i e GRS ¢
. {Ploase Print)
Form Completed By: M\CJ@- ] myb

peshse T 3

Addttionfl Comments: i ; J(’ ‘k&d" ] _ N i,‘_., [\S
,,.{)

INCOMPLETE INFORMATION fMAY DELAY ANALYSIS AND/IOR INVALIDATE RESULTS




